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             March 6, 2025   
 
Springfield Township  
50 Powell Road 
Springfield, PA 19064 
 
ATTN: Building and Code Department 
 
       Re: SPFLD 01174 – 1st Review 

Proposed Medical Office  
351 North State Road  
Springfield, PA 19064  
Bohler No. PAC240114.00 

To whom it may concern:  
 
Below please find an itemized response to the letter received from Pennoni Associates Inc., dated February 8, 
2025. Our responses are noted in bold. 
 
Previously Issued Outstanding Comments 
 

1. The overall Active Adult Village development on the subject property was granted Conditional Use approval 
by the Board of Commissioners on September 11, 2018, with conditions. The following conditions which 
are applicable to the currently proposed development remain outstanding: 
 
a. Item 4 – Development is not to encroach into required riparian buffers / conservation easements with 

the exception of minor road/pedestrian crossings and underground utilities unless given relief by the 
Zoning Hearing Board. A riparian buffer extending a minimum of 50 feet in width is required from all 
waterbodies, including wetlands. (§119-24.A) The current plan includes the construction of 
improvements including but not limited to, grading, sanitary and storm sewers, and stormwater 
management facilities, within the riparian buffer; and a walking trail within areas of wetlands. We also 
note that the future residential development would further encroach into the riparian buffer. 
 
Response: The encroachments into the Riparian Buffer for portions of the improvements for 
Phase 2A.1 were approved in April 2023 by the Board of Commissioners (grading, sanitary 
and storm sewers, and SWM facilities). The walking trail along the stream that was considered 
at one time for this over-all project was inadvertently shown and is no longer proposed. This 
walking trail will be removed on subsequent submissions. Also, the interceptor channel 
shown on Phase 2A.2 has been relocated outside the riparian buffer.   
 

b. Item 6 – The applicant is responsible for acquiring the necessary sanitary sewer capacity from the 
appropriate downstream collection, conveyance, and treatment authorities for the overall development. 
The applicant previously obtained 54 Equivalent Dwelling Units (EDUs) of sanitary sewer capacity 
approval in connection with the approved and partially constructed Phase 1A (18 EDUs) and future 
Phase 1B (36 EDUs). The applicant has indicated an intention to reprogram EDUs previously allocated 
to Phase 1A and 1B to accommodate the proposed hospital and surgical center development. The 
applicant shall submit sewer flow data and Planning Module application for the proposed development 
for review and approval by the Township, downstream Authorities, and DEP. 
 
Response: Acknowledged. The Overall Project has 54 EDU’s reserved for Phases 1A and 1B. 
The Project is also listed on the CMP Plan for DCJA for an additional 28 EDU’s for Phase 2A.1. 
The Christiana component of the current project requires approximately 20 EDU’s. We are in the 
process of coordinating with PaDEP the best method to process the Planning Module Approval 
– whether to seek new allocation for the Christiana component or unplan and re-plan a portion 
of the EDU’s already approved for Phase 1B.Will comply, the applicant will make a submission 
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to DEP to obtain the necessary sanitary sewer capacity to meet the overall development 
requirements.  

 
c. Item 8 – A Floodplain Study for the Alberts Run tributary to Darby Creek is to be completed and 

submitted to the Federal Emergency Management Agency (FEMA) to acquire a Letter of Map 
Amendment (LOMA) for the stream corridor through the development property to the confluence with 
Darby Creek. The current application proposes to construct structures and grading in close proximity 
to Alberts Run; therefore, the required LOMA must be obtained as part of the current application. 
 
A copy of the LOMA submission to FEMA is to be provided and the Township is to be 
copied on all correspondence. 
 
Response: There are no structures or fill proposed in the FEMA delineated flood zone. During 
the Phase 2A.1 approval process, the Township requested that we perform a HEC-RAS study 
for the stream and compare against the FEMA delineation. Our office prepared the HEC-RAS 
study and submitted the study to the Township. It is our recollection that the Township Engineer 
reviewed the study and found it to be acceptable. The flood limit from the HEC-RAS study either 
coincided with the FEMA plotting or fell within the limits of the FEMA mapping. The LOMA would 
not be required since we are not proposing any changes to the FEMA Flood Hazard Areas. 
 

d. Item 9 – The Conservation Easement identified on the Coventry Woods Subdivision and referenced in 
the related Land Development Agreement (December 30, 2004) is to be completed and recorded upon 
approval of the Conditional Use Plan. Documentation of the plan recording is to be provided. 
 
Response: WILL COMPLY – Conservation Easement is to be completed and recorded (if not 
already done so). 
 

2. The following issues identified in the Township Engineer’s review letter dated July 12, 2018, incorporated 
into the Resolution of Conditional Use approval by reference remain outstanding: 
 
a. Comment 2.c – The construction of roads, driveways, parking lots, buildings, and stormwater 

management facilities should be minimized within steep and very steep conservation areas and within 
the 50-foot riparian stream buffer. 
 
The applicant has previously received relief from the steep and very steep slope code requirements in 
connection with the Phase 1A and 2A.1 plans; however, the current plan will encroach into additional 
areas of steep and very steep slopes. The plans shall identify areas of existing steep and very steep 
slopes for review. 
 
Response: Will comply, the plans will be revised to identify existing areas of steep and very 
steep slopes.  
 

b. Comment 7 – The site design and circulation must be reviewed by the Township Fire Marshal and Chief 
of Police. 
 
Response: Will comply, submission items will be provided to the Fire Marshall and Chief of 
Police for review.  
 

c. Comment 10 – The Declaration of Covenants, Easements, and Restrictions is required and is subject 
to review and approval by the Township Solicitor. (§143-91.C(10)) 
 
Response: Will comply.  

 
3. Per section 6.4 of the provided Manual of Written and Graphic Guidelines, sidewalks shall be installed along 

both sides of roadways. 
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The applicant shall confirm if the plan proposes to install the identified sidewalks on both sides of the 
roadway. 
 
Response: Confirmed, sidewalks are planned for both sides of Golf Haven Drive. 
 

4. The plan proposes to install a sanitary sewer extension tying into the existing sewer main traversing the 
property adjacent to Albert’s Run. The existing main has required some recent repairs and does not have 
sufficient access to permit future maintenance. The proposed development will generate additional flow to 
the sewer and further limit access to the main. The applicant is to verify the capacity and condition of the 
existing sewer; and complete any necessary repairs as part of the proposed development. 
 
The proposed sanitary sewer access routes shall be configured to allow for future maintenance without 
conflicting with wetlands and graded to allow vehicle access from the roadway. 
 
Response: The Estates at Coventry Woods is proceeding with a video inspection of the existing 
sanitary sewer lines. Grading at the points of sanitary sewer access will be adjusted to ensure ready 
access. 

 
5. Granite curbs shall be constructed for the full length of all new streets. (§123-29.A) A waiver was granted 

to permit concrete curbs in the Phase 2A.1 development. 
 
The applicant shall provide granite curbs for the current expanded scope application or seek a waiver. 
 
Response: Will Comply – A waiver request has been added to the plan. 

 
Zoning 
 

6. The development will require adoption of the proposed zoning amendment as described above by the 
Township and conditional use approval from the Board of Commissioners. (§143-88) Additionally, as part 
of this application, the overall development plan for the site shall be reconsidered by the Board, and jointly 
with the applicant evaluate if past land development approvals for Phase 1.A & Phase 2.A.1 are superseded 
with the current application. 
 
Response: Acknowledged. Since the entire property has a current Conditional Use approval and 
the additional uses will be permitted if the 2025 Amendment is adopted, a separate Conditional 
Use application is unnecessary. 
 

7. All proposed buildings shall have a designated loading/unloading area which allows for no impediment of 
traffic and provides access from the street or way which does not block or interfere with the required parking. 
(§143-93) A loading area appears to be in the front of the hospital building but needs to be detailed out. 
The Ambulatory Surgical Center does not appear to provide for loading/unloading. 
 
Response: Will comply, an additional loading space will be provided to service the proposed 
Ambulatory Surgical Center.  

 
8. Open space lands shall be provided in accordance with the required standards for the TND-5 (§143-89) 

Previous applications have included site plans which reflect the location and size of open space lands. 
However, the current submission does not include an updated open space plan that is consistent with 
changes that have been made in the proposal. The applicant needs to provide new plans to show all 
updated details for the overall site. In particular, the open space table on the zoning sheet shows the overall 
acreage for each phase, but it is unclear on the site plan sheets where that open space is specifically 
delineated and the total acreage of each area shown. 
 
Response: Will comply, the plans will be revised to include all updated open space detailing for the 
overall site with an updated open space table provided on with the zoning plans.  
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9. The applicant shall demonstrate the total number of signs to be included on the site to confirm compliance. 

Under the code, the relevant sections are Article XVI Section 143, with particular attention to 143-
101.D(1)(a), 143-101.D(1)(d), and 143-101.D(2) as well as Exhibit A, the TND Design Manual, 34.1 through 
34.16. These sections should be evaluated when determining the total number of signs. If the proposal is 
in excess of the permitted number of signs, the applicant will need to seek variance relief or amend the 
proposed zoning amendment for Township consideration. 
 
Response: Will comply, the plans will be revised to include all proposed signage and compliance 
status with Township requirements. The applicant will comply with seeking a variance if necessary.  
 

10. Public realm features are lacking in the northern portion of the site, particularly for those utilizing the 
proposed community hospital building. This should be of consideration to the applicant considering the 
expected number of visitors to that use. The intended use of the paved area on the eastern side of the 
community hospital building is unclear, but it may be an ideal location for the addition of public realm 
amenities. The applicant should also consider adding more benches in the northern part of the site to 
accommodate visitors. The community recreational space and community green do not show what 
amenities are included. In addition, according to Exhibit A, the TND Design Manual, greens must be 3,000 
to 10,000 square feet in size and be substantially landscaped (15.13 and 15.12, respectively). Greens are 
intended to serve as a space around which buildings are grouped or clustered (15.14) and embellished with 
pedestrian amenities including benches, gazebos, plantings, etc. (15.15). Because these features are not 
delineated on the site plan or clearly defined in the public realm plan, it is unclear whether they meet the 
requirements. The applicant should submit further information to define what the public realm features are 
and what they include to ensure it meets township standards. Additionally, the walking trail exhibited on the 
plan is not feasible given the steep slopes, wetlands, stormwater management facilities, and proposed 
future development. 
 
Response: The public realm plan will be modified to include additional features on the northern 
portion of the site. Additionally, the walking trail through the stream has been removed.  
 

11. The proposed public realm facilities along Golf Haven Drive south of the ambulatory surgical center includes 
multiple vehicle parking spaces directly against the proposed sidewalk creating an uncomfortable 
environment for pedestrians. 
 
Response: Will comply, the proposed sidewalk is relocated to limit the interference with the vehicle 
parking spaces.     
 

12. Further zoning comments may follow based on plan changes in future submissions. 
 
Response: Acknowledged.  

 
Subdivision and Land Development 
 

13. The submission of a combined preliminary/final land development application requires a waiver granted by 
the Board of Commissioners. (§123-10.A) 
 
Response: Acknowledged.  
 

14. The driveway configuration from Golf Haven Drive serving the proposed hospital property and the 
previously approved Phase 1A development as reflected on the Houtman plans align and are consistent 
with Township codes and best engineering practices. The Bohler plan identifies a changed driveway 
location to a future medical office complex which does not align with the hospital driveway and will create 
issues for both the movement of vehicles and pedestrians. 
 
Response: The plans will be revised to provide consistent proposed driveway locations 
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15. The previously approved Phase 1A portion of the project was partially constructed and has been left 

unfinished. The applicant has identified further development is not proposed in this portion of the site at this 
time. The plans shall identify what will be done to improve the conditions of the site until which time 
development will occur. The applicant shall also see the comment below regarding the need to complete 
the stormwater infrastructure installation. 
 
Response: WILL COMPLY – The plans are up-dated for a green strip to be planted adjacent to Golf 
Haven Drive and State Road with lawn and landscaping. These landscape improvements will be 
installed if the completion of Phase 1A does not commence in a reasonable time after the Site 
Improvements are completed for this project. 
 

16. Sight distances shall be provided for all proposed intersections and driveways with respect to both 
horizontal and vertical alignment. (§123-28.C(13) & §123-30.H) 
 
Response: Will comply, sight distances will be added to the plans for all proposed driveways.  
 

17. A unified erosion and sediment control plan shall be provided coordinated between the Houtman and Bohler 
plan with uniform controls, limits of disturbance, and NPDES permit applications. §123-37. 
 
Response: Will comply, a combined erosion and sediment control plan will be coordinated and 
included in the resubmission.  
 

18. The applicants shall clarify if the two submitted site plan sets will be recorded jointly or separately. Please 
clarify. 
 
Response: It is anticipated that these plans will be recorded separately.  
 

19. An updated traffic Impact Study shall be provided consistent with the revised development. (§123- 28.C(19)) 
The applicant shall also provide updates on the status of approval for the traffic signal improvements on 
North State Road. The traffic signal improvements at the site driveway shall also be included on the site 
plan to confirm consistency between all 3 plan sets. 
 
Response: An updated Traffic Impact Study will be included upon resubmission. The plans will be 
revised to include traffic signal improvements at the state driveway on all submitted plans.  
 

20. The riparian buffer lines reflected on the Houtman plans and Bohler plans are inconsistent, in particular 
east of Golf Haven Drive. Please clarify. 
 
Response: Will comply, the plans will be revised to show consistent riparian buffer lines.  
 

21. Further subdivision and land development comments may follow based on plan changes in future 
submissions and the application of construction design standards to the refined plan. 
 
Response: Acknowledged.  
 

Houtman Plan Comments: 
 

22. The plans, which are intended to present the installation of Golf Haven Drive on the property, show a mix 
of improvements proposed as part of this current application, previously approved land development 
applications, and conceptual future development. The plans are hard to decipher what will be considered 
as part of the current application and what is future development. Please clarify. 
 
Response: Will Comply – Notation has been added to the Plan further clarifying the current 
application versus future development. 
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23. The plans identify a proposed 50-foot right-of-way for Golf Haven Drive. The applicant shall confirm the 

intension to offer the roadway for dedication or if it will remain a private road. Please note, the determination 
on dedication will have implications on the development proposal as reflected on the Bohler plans. See 
comments below. 
 
Response: Phase 2A.1 was approved with Golf Haven Drive remaining private and not offered for 
dedication. 
 

24. The plans identify midblock pedestrian crossings on Golf Haven Drive; however, no details are provided. 
Please clarify. 
 
Response: Will comply, pedestrian crossing details will be provided on the revised plan sets.  
 

25. A concrete pad is shown proposed on the Bohler Plans along the northeastern section of Golf Haven Drive 
which is not included on the Houtman Plans. The applicant shall clarify the purpose of the proposed 
concrete pad. 
 
Response: Will comply, the plans will be revised for consistency.  
 

26. The proposed Golf Haven Drive profiles shall identify all underground utilities, including the gas pipeline 
adjacent to N. State Road. (§123-22.D) 
 
Response: Will Comply – Utilities at State Road have been added to plans and profiles. 
 

27. A few years ago, the sanitary sewer line was repaired to the east of the proposed right-in right-out N. State 
Road intersection, including the installation of a new manhole. The plans shall be updated to reflect this 
sanitary manhole and piping. 
 
Response: Will Comply – New manhole will be added to plan.   
 

28. The Street Cross-Section detail shall be updated to include base course information. 
 
Response: Will Comply – Base Course Information has been added to Street Cross-Section Detail 
 

Bohler Plan Comments: 
 

29. The Overall Development Phasing Plan shall be revised to identify the stormwater management facilities 
required to support the currently proposed development to be constructed as a part of this application, 
including but not limited to the stormwater basin proposed in the Southeast corner of the property. 
 
Response: Will comply, proposed stormwater features will be included on the Overall Development 
Phasing Plan.  
 

30. No off-street parking or loading and unloading facilities shall be located within 20 feet of the street line. 
(§143-98.A(3)) The proposed parking along Golf Haven Drive is located within the identified right-of-way 
and abutting the sidewalk at the proposed traffic circle. 
 
Response: Will comply, the proposed parking facilities will be revised to provide 20’ distance from 
street line.  
 

31. The proposed western driveway to the ambulatory surgical center located south of the traffic circle has 
multiple conflict points for vehicle circulation which will potentially create congestion. The applicant shall 
evaluate traffic flow and the site access. 
 
Response: Will comply, the proposed access drive will be relocated further south.  
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32.  Pedestrian connections shall be provided between the hospital, ambulatory surgical center, and Golf 

Haven Drive. 
 
Response: Pedestrian accesses will be provided from the proposed buildings to Golf Haven Drive.  
 

33. All retaining walls over four-feet in height require signed and sealed design calculations. 
 
Response: Will comply, retaining wall design documents will be provided upon completion.  
 

34. The plan identifies improvements within a pipeline easement along North State Road, including the water 
meter pit. The Applicant shall provide approval from the pipeline owner for all work proposed within the 
easement. 
 
Response: Will comply, approval from pipeline owner will be received, or design will be revised to 
avoid conflict with easement.  
 

35. The applicant shall provide details for any proposed signage within the proposed development.(§123-
20.B(21)(e)) 
 
Response: Will comply, signage details will be provided upon receipt.  
 

36. Landscaping screening shall be provided around all proposed parking areas. (§143-98.A) In particular, no 
screening is provided in the area of the traffic circle. 
 
Response: Will comply, revised landscaping plans will be provided upon resubmission.  
 

37. All proposed buildings are required to be landscaped with foundation plantings in compliance with all 
requirements outlined in Section 143-116.D(5). 
 
Response: Will comply, revised landscaping plans will be provided upon resubmission.  

 
38. The proposed trash and generator enclosures shall be screened in accordance with §143-90.G(1) 

 
Response: Will comply.  
 

39. All proposed utility connections shall be provided on the plan. Specifically the plan identifies electrical and 
telecom lines which are not tied into the existing infrastructure. Additionally, it is anticipated that Peco will 
require an electrical transformer on the property. 
 
Response: Will comply, the plans will be revised to include additional utility connection information 
into Golf Haven Road.  
 

40. The following shall be provided or updated on the plans in accordance with §123-20 and 23: 
 
a. All sheets shall display the correct plan scale. (§123-20.B(3)) 
 
Response: Will comply.  
 
b. The name, address, and telephone number of the references and contacts listed on the cover page of 

the Land Development Plans shall be updated. 
 
Response: Will comply.  
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c. The property owner information shall be corrected. (§123-20) 

 
Response: Will comply.  
 

d. Data to which contour elevations refer and reference to known, established benchmarks and elevations. 
(§123-20.B(12)) 
 
Response: Will comply.  
 

e. The plans shall identify the installation of property monumentation in accordance with §123-26. 
 
Response: Will comply.  

 
Stormwater Management 
 
Houtman Stormwater Comments: 
 
(Note, some comments are carried over from the previously issued Phase 2A.1 review letter) 
 

41. The E&S Plan is to be revised to include the following: 
 
a. Topsoil stockpile. 
b. Concrete washout with associated detail. 

 
Response: Topsoil stockpile will be placed as shown in Phase 1A on plan. 
Concrete washout detail and location has been added to plan 
 

42. Dewatering calculations have been provided for stormwater management basin #1. These calculations 
appear to be for a 1-year storm event only, and the elevation for the weir does not appear to match the 
detail. These calculations shall be revised to be consistent with the basin design. Additional calculations 
shall be provided to show that the infiltration beds are capable of completely draining the retention volume 
within 72 hours. (§119-18.A(1)(c)) 
Dewatering calculations are only provided for a one-year storm event for Basin #1. The applicant shall 
provide calculations showing that the basin dewaters from the maximum water surface elevation for all 
design storms in less than the required 72 hours. 
 
Response: The elevations on the outlet structure on sheet #10 of the plan set appear to be 
consistent with page F-1 of the stormwater management calculations.  The calculations have been 
revised to include dewatering calculations from the maximum storage elevation in the basin 
resulting from a 100 year storm event. 
 

43. Seepage bed #2 appears to only have 6 inches of cover in certain locations, whereas the standard is a 
minimum of 12-inches. 
 
Seepage bed #2 still appears to only have +/- 6” cover. The contour along the south edge of the bed appears 
to be 172.00, and the top of basin per the detail is 171.50. 
 
Response: Seepage beds #1 & #2 have been redesigned for the tributary area and the top of bed 
elevation has been lowered by 6”. 
 

44. It appears that no outlet control structures are provided for infiltration beds #1 and #2. Details shall be 
provided documenting how storms greater than the 2-year storm will bypass the system, including 
stabilization that may be needed from the discharge points. 
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The applicant shall provide details on how overflows from larger storm events will be conveyed down slope 
to the stream without causing erosion from the new point source discharges. 
 
Response: Storms that exceed a 2-year storm event will discharge from the inlet/debris traps in a 
manner that will be non-erosive.  The Stormwater report has been revised to include calculations 
that show the overland flow velocity from the by-pass resulting from a 100-year event, on slopes 
3:1, through dense grass will not exceed 1.35 ft/s.  Since grass is considered stable for velocities 
up to 3.5 ft/s, the design is adequate, and no further protection is warranted.   
 

45. The provided drainage area maps are to include labels to allow for review against the provided calculations. 
 
Response: The drainage area maps have been updated as requested. 
 

46. The applicant shall clarify the drainage areas in the stormwater report attachment B-1. The predevelopment 
and post-development areas do not appear to match for the 2-year storm. Additionally, these areas do not 
match what is identified in the DEP worksheets (attachment H-1). 
 
Response: Page B-1 has been revised to include the areas to the infiltration beds #1 & #2 and the 
2-year uncontrolled area has been updated.   
 
Since this is a phased project, a major amendment to the current NPDES permit had to be made to 
include the Phase 2.A.1 project area.  The new modified NPDES permit will be for both the Phase 
1A & Phase 2A.1 project areas.  Per the Delaware County Conservation District, the total limits of 
disturbance area for both the Phase 1A and Phase 2A.1 areas must be analyzed to show compliance.  
There is credit within the Phase 1A project area that is applied to both phases and has been included 
in the calculation.   
 

47. Any stormwater basin requiring a berm or earthen embankment shall be designed to provide an emergency 
spillway to handle flow up to and including the 100-year proposed conditions. The height of embankment 
must provide a minimum one (1) foot of freeboard above the maximum pool elevation computed when the 
facility functions for the 100-year proposed conditions inflow. (§119-23.B) 
 
Response: The basin emergency spillway has been proposed at elevation 164.5 with a calculated 
emergency spillway depth is 0.5’.  Refer to page F-4 of the stormwater report. The proposed top of 
berm is 166.0 which provides the required 1.0 ft. of freeboard. 
 

48. A proposed 50-foot riparian buffer is shown on the plans, however no landscaping plan has been provided 
for this area showing compliance with §119-24.B. 
 
Response: Seeding and planting specifications have been added to the plans for those areas of 
temporary grading disturbance of the Riparian Buffer. 
 

49. The portion of Golf Haven Drive and N. State Road, adjacent to the previously approved Phase 1A 
development, has runoff tributary to the basin that was proposed as part of that development. It is our 
understanding that the basin and some of the other stormwater management features have not been 
constructed. Details for the Phase 1A basin and notes shall be added to the plans stating that the Phase 
1A stormwater management improvements shall be completed as part of this scope of work. 
 
Response: The underground basin on Phase 1A and most of the inlets and storm sewer have 
already been installed.  We will be providing documentation that illustrates those portions of the 
SWM system which have been installed.   
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Bohler Stormwater Comments: 
 

50. Areas of existing gravel cover have been modeled as impervious in the stormwater management 
calculations. The definition of impervious in the Stormwater Management Ordinance says stone surfaces 
used for vehicle parking and movement shall be considered impervious. The calculations shall be revised 
to consider existing gravel areas as impervious. (§119-13) 
 
Response: Will comply, stormwater management calculations will be adjusted accordingly.  
 

51. The code sections cited in the Bohler Stormwater Management Report appear to be from a different 
municipality’s stormwater management ordinance. (§119-14) 
 
Response: Will revise upon resubmission.  
 

52. The discharge point used for stormwater analysis on the Bohler plans is shown mid-way down an existing 
drainage feature on-site to the west of the proposed improvements. This drainage feature flows south into 
Lewis Run which flows east where it converges with another drainage feature to the east of the proposed 
development. Reviewing the existing conditions, it appears as though only a fraction of the predevelopment 
area would flow through this discharge point. The proposed conditions show a new outfall at the discharge 
point which discharges flows from both proposed basins. Calculations shall be provided showing flows and 
volumes are reduced at this point where the outfall is and/or demonstrate that the new point source 
discharge will not create accelerated flows, erosion, etc. in the existing drainage feature. (§119-14.E) 
 
Response: Will comply, additional stormwater management calculations will be provided upon 
resubmission.  
 

53. The proposed outfall from the site appears to encroach into a stream and/or wetlands. The appropriate 
Chapter 105 permitting shall be obtained for this outfall and the Township shall be provided a copy of this 
permit. (§119-15.B) 
 
Response: Will comply, the applicant will apply for necessary Chapter 105 permits.  
 

54. Due to the amount of disturbed area, an NPDES permit or amendment to an existing permit will be required 
for these improvements. A copy of the permit shall be provided to the Township. (§119-16.D) 
 
Response: Will comply, the NPDES permit will be provided upon receipt. A submission has been 
made for the additional work withing Golf Haven Drive and an amendment to the existing permit will 
be made.  
 

55. There is a note under the “E&S Plan designed and implemented to be consistent with PCSM plan” notes 
on sheet C-802 saying there are no existing or proposed riparian buffers. A 50’ riparian buffer is required 
on the property. (§119-16) 
 
Response: Will comply.  
 

56. Note 2 under the “General Underground Infiltration Basin Sequence of Construction (BMP-02)” on sheet C-
802 has a note saying infiltration testing must be in compliance with the current Philadelphia Stormwater 
Management Guidance Manual. This note shall be revised to be specific to this site. (§119-16.F.2) 
 
Response: Will comply.  
 

57. The stormwater management design proposes one subsurface infiltration bed and one subsurface 
managed release concept (MRC) basin. The volume required in §119-18.A.2 shall be infiltrated to the 
greatest extent physically possible before utilizing alternate methods such as MRC. The applicant shall 
provide documentation demonstrating that infiltrating additional volume have been evaluated and not 
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feasible. For example, it seems as though the footprint for the underground infiltration basin could increase 
to manage more volume. No infiltration volume requirement narrative has been provided. (§119-18) 
 
Response: Will comply, the proposed stormwater management design will be revised to utilize 
additional infiltration volume credits and provide additional narrative and calculations accordingly.  
 

58. Managed Release Requirements require one infiltration test to be performed for each 40,000 square feet 
of disturbed area per standard #7. Only 4 infiltration tests have been performed for a disturbed area of 
364,414 square feet. (§119-18) 
 
Response: Will comply, additional infiltration testing has been conducted on site to meet the 
required testing amount.  
 

59. MRC standard #6 in the Stormwater report says no treatment is provided. Pre- or post- treatment is required 
for non-vegetated underground MRC basins. (§119-18) 
 
Response: Will comply, the MRC narrative will be revised to include treatment description.  
 

60. Calculations shall be provided demonstrating the infiltration facility is capable of completely draining the 
infiltration volume within 72 hours from the end of the storm. (§119-18.1.c) 
 
Response: Will comply.  
 

61. The Bohler plans call out 1.93 acres as “Unretained area Managed by Future System” and notes under the 
Stormwater Management Report that the system will be designed by others, and the stormwater 
management analysis has excluded this area from the calculations. The Bohler calculations exclude this 
area in the post-development condition but include it in the predevelopment condition. It appears this area 
is included in the Houtman design in both the pre- and post-developed conditions. The Bohler calculations 
shall be revised to exclude this area from the pre-developed conditions if it is being accounted for by 
Houtman, while being excluded from the Bohler calculations in the post-development condition. (§119-21) 
 
Response: Will comply.  
 

62. The conveyance calculations in the Stormwater Management Report show the pipes leaving structures B-
130 and B-140 are over capacity. (§119-23.D) 
 
Response: Conveyance design will be revised accordingly.  
 

63. The pre-development and post-development total areas do not match. The plans and calculations shall be 
revised to be consistent. (§119-26.B.7) 
 
Response: Will Comply.  
 

64. A 15-foot wide access easement around all stormwater management facilities shall be provided that would 
provide ingress too and egress from a public right-of-way. A blanket easement would also be acceptable. 
(§119-26.B.19) 
 
Response: Will comply, a blanket easement will be provided.  
 

65. A statement, signed by the applicant, acknowledging that any revision to the approved SWM site plan must 
be approved by the Municipality, and that a revised erosion and sediment control plan must be submitted 
to the Conservation District for a determination of adequacy. (§119-26.B.22) 
 
Response: Will comply.  
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66. The drainage area to structure B-310 shall be confirmed and/or the grading shall be adjusted. It appears 

as though much of the slope would bypass the yard drain because it is not in a sump condition. The rim 
elevation is also called out to be higher than the adjacent sections of wall. (§119-26.B.18) 
 
Response: Will comply.  
 

67. The signature block in §119-26.B.24 shall be added to the plans. 
 
Response: Will comply.  
 

68. Further stormwater comments may follow based on plan changes in future submissions. 
 
Response: Acknowledged.  

 
General 
 

69. The Applicant is reminded the following will be required as part of this development: 
 
a. Land Development/Improvement Securities Agreements approved by the Township Solicitor. (§123-

14) 
 
Response: Acknowledged.  
 

b. Review and recommendation from the Delaware County Planning Department. 
 
Response: Acknowledged. The Delaware County Planning Department has reviewed and made 
a recommendation on 02/20.  
 

c. A sewage facilities planning module, approved by DEP. (§123-20.C(5)) 
 
Response: Acknowledged. 

 
d. Will-serve letter from Aqua. (§123-20.C(10)) 

 
Response: Acknowledged. 
 

e. A sewer connection permit, grading permit, and any necessary building permits required by the 
Springfield Township. 
 
Response: Acknowledged. 
 

f. A Highway Occupancy Permit from PennDOT. 
 
Response: Acknowledged. 
 

g. NPDES and Erosion Control Permits from DEP/Delaware County Conservation District for the 
proposed earth disturbance. (§119-24.A(1)) 
 
Response: Acknowledged. 
 

h. All other permits as required by DEP. 
 
Response: Acknowledged. 
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i. An Operations and Maintenance Agreement with the Township covering all stormwater controls and 

BMPs. (§119-35) 
 
Response: Acknowledged. 
 

j. A contribution to the Municipal Stormwater Control and BMP Operation and Maintenance Fund to 
defray the cost of inspection. (§119-39) 
 
Response: Acknowledged. 
 

k. Public dedication or fee-in-lieu of recreation land, as applicable. (§123-40.B) 
 
Response: Acknowledged. 
 
 

Upon review, should you have any questions or require additional information, please do not hesitate to contact our 
office. 

       
Sincerely, 

 
       BOHLER ENGINEERING PA, LLC 
        

 
        
       Nick Louis, P.E., Project Manager 
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